
EMSL Analytical, Inc.
5 Constitution Way, Unit A Woburn, MA  01801

Tel/Fax: (781) 933-8411 / (781) 933-8412

http://www.EMSL.com / bostonlab@emsl.com

132204613EMSL Order:

Customer ID: AXIO80

Customer PO:

Project ID:

Attention: Phone:Jeff Albert (978) 767-1051

Fax:Axiom Partners, Inc. (781) 213-6992

Received Date:50B Salem Street, Suite 103 06/29/2022 11:00 AM

Analysis Date:Lynnfield, MA  01940 07/07/2022

Collected Date: 06/27/2022

Project: 01137.140 / Former Restaurant; Martha's Vineyard; Oak Bluffs, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy

Sample Description Appearance % Fibrous % Non-Fibrous

Non-Asbestos Asbestos

% Type

062722-12-01A

132204613-0001

None DetectedNon-fibrous (Other)80%Glass20%Gray/Black

Fibrous

Homogeneous

Roof - Asphalt Roof 

Shingle

062722-12-01B

132204613-0002

None DetectedNon-fibrous (Other)80%Glass20%Gray/Black

Fibrous

Homogeneous

Roof - Asphalt Roof 

Shingle

062722-12-02A

132204613-0003

None DetectedNon-fibrous (Other)20%Cellulose80%Black

Fibrous

Homogeneous

Roof - Pitched Roof 

Felt Paper

062722-12-02B

132204613-0004

None DetectedNon-fibrous (Other)20%Cellulose80%Black

Fibrous

Homogeneous

Roof - Pitched Roof 

Felt Paper

062722-12-03A

132204613-0005

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Roof - Caulking at 

Roof Flashing

062722-12-03B

132204613-0006

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Roof - Caulking at 

Roof Flashing

062722-12-04A

132204613-0007

None DetectedNon-fibrous (Other)80%Synthetic20%Black

Fibrous

Homogeneous

Roof Valley - Built-up 

Roofing Material

062722-12-04B

132204613-0008

None DetectedNon-fibrous (Other)80%Synthetic20%Black

Fibrous

Homogeneous

Roof Valley - Built-up 

Roofing Material

062722-12-05A

132204613-0009

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Roof - Exhaust Chase 

Caulking

062722-12-05B

132204613-0010

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Roof - Exhaust Chase 

Caulking

062722-12-06A

132204613-0011

None DetectedNon-fibrous (Other)85%Cellulose15%Black

Non-Fibrous

Homogeneous

Roof - Plumbing Vent 

Caulking

062722-12-06B

132204613-0012

None DetectedNon-fibrous (Other)85%Cellulose15%Black

Non-Fibrous

Homogeneous

Roof - Plumbing Vent 

Caulking

062722-12-07A

132204613-0013

None DetectedNon-fibrous (Other)85%Synthetic15%Black

Fibrous

Homogeneous

Flat Roof, Bottom 

Layer - Built-up 

Roofing Material

062722-12-07B

132204613-0014

None DetectedNon-fibrous (Other)85%Synthetic15%Black

Fibrous

Homogeneous

Flat Roof, Bottom 

Layer - Built-up 

Roofing Material

062722-12-08A

132204613-0015

None DetectedNon-fibrous (Other)65%Cellulose

Synthetic

15%

20%

Black

Fibrous

Homogeneous

Flat Roof, Top Layer - 

Membrane Roofing 

Material

062722-12-08B

132204613-0016

None DetectedNon-fibrous (Other)65%Cellulose

Synthetic

15%

20%

Black

Fibrous

Homogeneous

Flat Roof, Top Layer - 

Membrane Roofing 

Material

Initial report from: 07/07/2022 16:00:45

Page 1 of 6ASB_PLM_0008_0001 - 1.78 Printed: 7/7/2022  4:00 PM



EMSL Analytical, Inc.
5 Constitution Way, Unit A Woburn, MA  01801

Tel/Fax: (781) 933-8411 / (781) 933-8412

http://www.EMSL.com / bostonlab@emsl.com

132204613EMSL Order:

Customer ID: AXIO80

Customer PO:

Project ID:
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Sample Description Appearance % Fibrous % Non-Fibrous

Non-Asbestos Asbestos

% Type

062722-12-09A

132204613-0017

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Roof - Chimney 

Flashing Caulking

062722-12-09B

132204613-0018

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Roof - Chimney 

Flashing Caulking

062722-12-10A

132204613-0019

None DetectedNon-fibrous (Other)100%Black

Non-Fibrous

Homogeneous

Roof - Chimney 

Texture Coating

062722-12-10B

132204613-0020

None DetectedNon-fibrous (Other)100%Black

Non-Fibrous

Homogeneous

Roof - Chimney 

Texture Coating

062722-12-12A

132204613-0021

None DetectedNon-fibrous (Other)20%Cellulose80%Black

Non-Fibrous

Homogeneous

Exterior - Wood 

Shingle Felt Paper

062722-12-12B

132204613-0022

None DetectedNon-fibrous (Other)20%Cellulose80%Black

Fibrous

Homogeneous

Exterior - Wood 

Shingle Felt Paper

062722-12-13A

132204613-0023

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Exterior - Skim 

Coating Concrete 

Wall

062722-12-13B

132204613-0024

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Exterior - Skim 

Coating Concrete 

Wall

062722-12-14A

132204613-0025

None DetectedNon-fibrous (Other)5%Synthetic95%White/Black

Fibrous

Homogeneous

Exterior - Awning 

Fabric

062722-12-14B

132204613-0026

None DetectedNon-fibrous (Other)5%Synthetic95%White/Black

Fibrous

Homogeneous

Exterior - Awning 

Fabric

062722-12-15A

132204613-0027

None DetectedNon-fibrous (Other)100%Gray/White

Non-Fibrous

Homogeneous

Exterior, Front - 

Window Frame 

Caulking

062722-12-15B

132204613-0028

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Exterior, Front - 

Window Frame 

Caulking

062722-12-16A

132204613-0029

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Exterior, Front - 

Glazing Compound

062722-12-16B

132204613-0030

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Exterior, Front - 

Glazing Compound

062722-12-17A

132204613-0031

None DetectedNon-fibrous (Other)65%Cellulose35%Gray/Black

Fibrous

Homogeneous

Storage Shed - 

Asphalt Roof Shingle

062722-12-17B

132204613-0032

None DetectedNon-fibrous (Other)65%Cellulose35%Gray/Black

Fibrous

Homogeneous

Storage Shed - 

Asphalt Roof Shingle

062722-12-18A

132204613-0033

None DetectedNon-fibrous (Other)85%Cellulose15%Brown/White

Fibrous

Homogeneous

Bar Area Ceiling, Top 

Layer - Gypsum 

Board

062722-12-18B

132204613-0034

None DetectedNon-fibrous (Other)85%Cellulose15%Brown/White

Fibrous

Homogeneous

Bar Area Ceiling, Top 

Layer - Gypsum 

Board

062722-12-19A

132204613-0035

None DetectedNon-fibrous (Other)15%Cellulose

Min. Wool

45%

40%

Gray/White

Fibrous

Homogeneous

Bar Area Ceiling, 

Middle Layer - Ceiling 

Tile
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Sample Description Appearance % Fibrous % Non-Fibrous

Non-Asbestos Asbestos

% Type

062722-12-19B

132204613-0036

None DetectedNon-fibrous (Other)15%Cellulose

Min. Wool

45%

40%

Gray/White

Fibrous

Homogeneous

Bar Area Ceiling, 

Middle Layer - Ceiling 

Tile

062722-12-20A

132204613-0037

None DetectedNon-fibrous (Other)85%Cellulose15%Brown/White

Fibrous

Homogeneous

Bar Area Ceiling, 

Exposed Layer - 

Gypsum Board

062722-12-20B

132204613-0038

None DetectedNon-fibrous (Other)85%Cellulose15%Brown/White

Fibrous

Homogeneous

Bar Area Ceiling, 

Exposed Layer - 

Gypsum Board

062722-12-21A

132204613-0039

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

Bar Area Ceiling, 

Middle Layer - Ceiling 

Tile Adhesive

062722-12-21B

132204613-0040

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

Bar Area Ceiling, 

Middle Layer - Ceiling 

Tile Adhesive

062722-12-22A

132204613-0041

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Bar Area Ceiling, 

Exposed Layer - Joint 

Compound w/ 20A

062722-12-22B

132204613-0042

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Bar Area Ceiling, 

Exposed Layer - Joint 

Compound w/ 20B

062722-12-23A

132204613-0043

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Bar Area - Thinset w/ 

Quarry Floor Tile

062722-12-23B

132204613-0044

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Bar Area - Thinset w/ 

Quarry Floor Tile

062722-12-24A

132204613-0045

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Bar Area - Grout w/ 

Quarry Floor Tile

062722-12-24B

132204613-0046

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Bar Area - Grout w/ 

Quarry Floor Tile

062722-12-25A

132204613-0047

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Behind Bar - Thinset 

w/ Quarry Floor Tile

062722-12-25B

132204613-0048

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Behind Bar - Thinset 

w/ Quarry Floor Tile

062722-12-26A

132204613-0049

None DetectedNon-fibrous (Other)95%Cellulose5%White

Fibrous

Homogeneous

Dining Area Wall - 

Gypsum Board

062722-12-26B

132204613-0050

None DetectedNon-fibrous (Other)95%Cellulose5%White

Non-Fibrous

Homogeneous

Dining Area Wall - 

Gypsum Board

062722-12-27A

132204613-0051

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Dining Area Wall - 

Joint Compound

062722-12-27B

132204613-0052

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Dining Area Wall - 

Joint Compound

062722-12-28A

132204613-0053

None DetectedNon-fibrous (Other)10%Cellulose90%Brown/Beige

Fibrous

Homogeneous

Dining Area Wall - 1x1 

Ceiling Tile (No Glue)

062722-12-28B

132204613-0054

None DetectedNon-fibrous (Other)10%Cellulose90%Brown/Beige

Fibrous

Homogeneous

Dining Area Wall - 1x1 

Ceiling Tile (No Glue)
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% Type

062722-12-29A

132204613-0055

None DetectedNon-fibrous (Other)100%Brown

Non-Fibrous

Homogeneous

Dining Area - Wood 

Floor Adhesive

062722-12-29B

132204613-0056

None DetectedNon-fibrous (Other)100%Brown

Non-Fibrous

Homogeneous

Dining Area - Wood 

Floor Adhesive

062722-12-30A

132204613-0057

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Entry Foyer - Thinset 

w/ Stone Tile

062722-12-30B

132204613-0058

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Entry Foyer - Thinset 

w/ Stone Tile

062722-12-31A

132204613-0059

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Entry Foyer - Grout w/ 

Stone Tile

062722-12-31B

132204613-0060

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Entry Foyer - Grout w/ 

Stone Tile

062722-12-32A

132204613-0061

None DetectedNon-fibrous (Other)90%Cellulose10%White

Fibrous

Homogeneous

Dining Area Left Side 

- Gypsum Board 

Ceiling

062722-12-32B

132204613-0062

None DetectedNon-fibrous (Other)90%Cellulose10%White

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Gypsum Board 

Ceiling

062722-12-33A

132204613-0063

None DetectedNon-fibrous (Other)15%Cellulose

Min. Wool

45%

40%

Gray/White

Fibrous

Homogeneous

Dining Area Left Side 

- Ceiling Tile

062722-12-33B

132204613-0064

None DetectedNon-fibrous (Other)15%Cellulose

Min. Wool

45%

40%

Gray/White

Fibrous

Homogeneous

Dining Area Left Side 

- Ceiling Tile

062722-12-35A

132204613-0065

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Ceiling Tile Adhesive

062722-12-35B

132204613-0066

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Ceiling Tile Adhesive

062722-12-36A

132204613-0067

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Decorative Wall 

Stone Grout

062722-12-36B

132204613-0068

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Decorative Wall 

Stone Grout

062722-12-37A

132204613-0069

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Decorative Wall 

Stone Mastic

062722-12-37B

132204613-0070

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Decorative Wall 

Stone Mastic

062722-12-38A

132204613-0071

None DetectedNon-fibrous (Other)100%Gray/Tan

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Carpet Glue

062722-12-38B

132204613-0072

None DetectedNon-fibrous (Other)100%Gray/Tan

Non-Fibrous

Homogeneous

Dining Area Left Side 

- Carpet Glue

062722-12-39A

132204613-0073

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

Kitchen 1 Ceiling - 

Reinforced Fiberglass 

Panel Glue
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062722-12-39B

132204613-0074

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

Kitchen 1 Ceiling - 

Reinforced Fiberglass 

Panel Glue

062722-12-40A

132204613-0075

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Kitchen 1 Wall - 

Stone Tile Thinset

062722-12-40B

132204613-0076

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Kitchen 1 Wall - 

Stone Tile Thinset

062722-12-41A

132204613-0077

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Hallway - Textured 

Wall Coating

062722-12-41B

132204613-0078

None DetectedNon-fibrous (Other)100%White

Non-Fibrous

Homogeneous

Hallway - Textured 

Wall Coating

062722-12-41C

132204613-0079

None DetectedNon-fibrous (Other)100%Tan/White

Non-Fibrous

Homogeneous

Hallway - Textured 

Wall Coating

062722-12-42A

132204613-0080

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Women's Room - 

Wall Tile Thinset

062722-12-42B

132204613-0081

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Men's Room - Wall 

Tile Thinset

062722-12-43A

132204613-0082

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Women's Room - 

Wall Tile Thinset

062722-12-43B

132204613-0083

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Men's Room - Wall 

Tile Thinset

062722-12-44A

132204613-0084

None DetectedNon-fibrous (Other)100%Yellow

Non-Fibrous

Homogeneous

HA Restroom - 

Ceramic Wall Tile 

Thinset

062722-12-44B

132204613-0085

None DetectedNon-fibrous (Other)100%Yellow

Non-Fibrous

Homogeneous

HA Restroom - 

Ceramic Wall Tile 

Thinset

062722-12-45A

132204613-0086

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Exterior Back Entry - 

CMU Mortar

062722-12-45B

132204613-0087

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Exterior Back Entry - 

CMU Mortar

062722-12-46A

132204613-0088

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Hallway Floor - 

Quarry Tile Grout

062722-12-46B

132204613-0089

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Hallway Floor - 

Quarry Tile Grout

062722-12-47A

132204613-0090

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Kitchen - Quarry Tile 

Grout

062722-12-47B

132204613-0091

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Kitchen - Quarry Tile 

Grout
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Analyst(s)

John McCarthy (91) Steve Grise, Laboratory Manager

or Other Approved Signatory

EMSL maintains liability limited to cost of analysis . Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be 

reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations . The report reflects the samples as received. 

Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met 

method specifications unless otherwise noted. The above analyses were performed in general compliance with Appendix E to Subpart E of 40 CFR (previously EPA 600/M4-82-020 “Interim Method”) 

but augmented with procedures outlined in the 1993 (”final”) version of the method.  This report must not be used by the client to claim product certification, approval, or endorsement by NVLAP, NIST 

or any agency of the federal government. Non- friable organically bound materials present a problem matrix and therefore EMSL recommends gravimetric reduction prior to analysis . Unless requested 

by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Estimation of uncertainty is available on request.

Samples analyzed by EMSL Analytical, Inc. Woburn, MA NVLAP Lab Code 101147-0, CT PH-0315, MA  AA000188, RI AAL-139, VT AL998919, ME LB-0039
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