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June 23, 2022  

On June 16, 2022, I inspected the property at 43 Look Street in Vineyard Haven, MA.  

The purpose of the inspection was to assess the condition of the overall building.   

 

ROOF/ATTIC: 

From ground level, the roof shingles appear to be in serviceable condition, however, 

during my inspection of the attic, there was evidence of water intrusion and rot in the 

attic roof and floor joists. The chimney shows significant mortar cracking and water 

stains from rain leaks. I would recommend that a mason inspect the chimney to check 

the interior of the flue for cracking as well as the overall serviceability and safety of the 

chimney. The insulation between the attic floor joists appears to be old, water damaged, 

and in need of replacement. 

 

INTERIOR: 

Areas of the interior walls appear to have disconnected from the studs and shifted 

vertically. Without a more extensive inspection, I could not speculate on a cause for the 

framing movement. Several areas throughout the building’s interior show signs of 

rainwater leaking into the house. Wall and ceiling surfaces throughout the house have 

cracks with water staining. To more thoroughly understand the apparent water leaks in 

the structure, the house should be inspected during a rainstorm. There also appears to be 

some structural cracking at various places. The wall board should be removed, and 

structural framing inspected. There are interior floor areas where the floorboards are of 

different heights creating a tripping hazard. Floors overall do not exhibit significant 

“bounce”. 

 

BASEMENT: 

There is a steel beam supporting the first floor and appears to be structurally stable. The 

basement walls have deteriorating lime mortar – a result of the freeze/thaw cycle 

reducing the integrity of the mortar and allowing groundwater and rain to seep through 

the walls into the basement. This coupled with the pipes lack of waterproofing is 

allowing for water into the wall and basement. These issues are something that will need 

to be addressed.  

  

Respectfully, 

 

 

 

 

John Lolley, PE 
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