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Site Plan
Tisbury, Mass. f
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PROPOSED MODIFICATION

PROPOSED UPS EXPANSION

475 EDGARTOWN ROAD
VINEYARD HAVEN, MA 02568
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EVERSSURCE

«1 distribution pole (J/0) off new main line P9276/12 om private property
as shown, [D as P67/1. Guy pole as meeded.

=3-1/0AL 25KV OH primary + neutral from P9276/12 to mew P67/1.

1 section, L = 80"+/-,

=3-15T fused cutouts om P9276/12 towards mew P67/1.

-3-8T fused cutouts & new 3ph riser on new P67/1.

<1 set of 3-1MAL 25kV UG primary cable from new P67/1 to new

3ph pad-meunted xfmr 10167020 via new conduit & 1 pull box. 2 sections,
TDL = 160"4/-,

<2 J00KVA, Iph, 22.8/13.2KkV, 277VHB0V pen xfmr at new sfemr pad 10167/020.

~2-4"pipes in concrete from new P67/1 to & including

1 M1216 primary pull box & 1-3ph concrete trassformer
pad. 2 sections, TDL = 160"+/-,

~all secondary service conduit & cables from new pm xfmar
to new 400Amp service at #4475, DL =7
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! 152/2

<P15272A once has cut &

Eversource to cot & remove;
«the existing single phase OH secondary main from P15272, Carrell’s
Way to PISV2A, off Carrell's Way. L= 110"+/-,

d their exi

phase UG service from the pole.
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